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festian: 21/04/2014, 22/04/2014

Internal and external finishing work of G.S.K.V. Khajoori Khas, Delhi (Agency Sh. Aabid Ali) was
inspected along with EE & AE. The quality of work needs improvement.

{nternal and external finishing work of G.G.S.S.S. Janta Flats, Nand Nagar! (Agency M/s M.Y:
Construction) and G.G.S.S. F-1, F-2 Block, Nand Nagari (Agency M/s S.S. Builders) were iﬁspected along with
EE & AE. The quality of works are not acceptable. ‘

The common deficiencies noticed are as under

(a) Loose surface is not scrapped. u

{b} The broken edges/surface are not repaired.

(c) The surface finish not even and smooth.

(d) The splashes on flooring/skirting/other place were not cleaned.

It was also suggested to incorperate the condition of bulk supply of paint etc. (as per theoretical
consumption) before start of work.

fastia: 23/04/2014

The work of “20 Nos. SPS Type A.C.R. at Govt. Co-ed Secondary School, Sunder Nagari, Delhi” was
inspected along with concerned EE & AE.

The directions were given to field staff for

{a) Progress of work should be monitored.

{b) The joints of glazed tiles in the staircase portion should be horizontal /vertical.

{c} PVCrainwater pipes should be provided.

{d) Single piece of Kota stone should be use for staircase steps & risers.

{e) The material as per approved list should be allowed.

Remitr: 24/04/2014
Inspection of Fire Station at Gokalpuri was carried out along with AE & JE. The client has requested
for providing wire mesh shutters in windows & K.O. system.

The directions were given to field staff for
(@) The water supply of newly constructed residential accommodation chould be made functional.
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(b) The premises should be got cleaned.

(c) The requirement of wire mess windows in the residential quarters should be examined as per
the norms: If required the approval of the same may be obtained.

(d) The Executive Engineer, CBMD M - 221 should submit the consolidated estimate of R.O.
System for drinking water supply to the client. The Executive Engineer, M-251 should submit
the estimate of electrical to Executive Engineer, M-221.

fomia: 25/05/2014
The work of “14 Nos. SPS Type A.CR. at G. G.S.S.S. Gokalpur, Delhi” was inspected along with EE &

AE.
' The directions were given to field staff for
(a) Progress of work is slow, it should be monitored.
(b) The agency has pointed out the non-availability of angles’ of approved make. The Executive
Engineer was asked to check the availability.
(¢) The material as per approved list should be allowed.
(d) The development work for proper drainage should also be executed in the sanction issued.
=4 F@V arefiaor mz\rg}r
R aRea-22, el
Reeh wfRarer, 75 e
gfafafr:-
e JifaEar, SR A w221, feeeh R, 75 faeell & Ay TG IATH
asrziaT%’r 2 afal :
2. wrure 3fEn, R A TH-222, AATRIET U, AEe, oell & ol ud 3ravus
TdaTgT %—cr e
3. Wm(&) AR Y A uA-251, i ad, TATEN. 89, aéﬁ—@rafr
u@m@i Td HFAF FAGE! & Ui

%s\w
5 - & Parefieror sifdarar

PBP1/23(misc.)/se ) _ -



