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Sub: Inspection of LG House by CE, East. ;

LG House was inspected by CE, East on 27.07.2017. During the inspection '_following

directions were given:-

1

8.

9

Flower Pot provided in LG House should be of same size as far as possible. Record of
colouring of pot should be maintained. ;

Unwanted plants needs to be removed at no. of locations shown to DDH.

13 Nos. workers are working in LG House. DDH to provide duty assigned to them.
Chequered tiles provided in the garden have been dislocated. These needs to be
refixed. pae

Some of the plants’are infected with insects and sunburn. DDH should:-take preventive
measures in this regard.- 3

Flower bed area should be well defined with symmetry for different plants. ’
Electrical panel board was seen near CCTV control room. The panel should be
provided with proper sign board. .

EE (E) mentioned that 25 nos. poles are to be erected and the work shall be completed
in all respect by 06.08.2017. EE (E) to ensure the same.

For proper lighting by poles, pruning needs to be done by DDH.

ﬂ). DDH / EEs to ensure best workers are posted in the LG House.
11.1t was suggested to provide herbal garden in the LG House. DDH to explore the

feasibility.

12. Meeting was taken up with PS to LG. In the meeting, following directions were given:

(i) There should be no seepage in the lift. . Sy, i

(i) Peripheral path of the main garden needs exira attention as Hon'’ble LG use it in the
morning. -Footpath should be in proper shape and plants should be properly
maintained. -

(iii) Toilet for .drivers — Proper maintenance. & finishing needs to be done by EE, LG
House Division. 4

" (iv) Repair of unused internal lift was discussed. PS to LG stated that the matter would

be discussed after November, 2017. L _ 3
(v) Itwas intimated that work of reception shall be completed by 31.08.2017.
(vi) Water overflow was observed in the porch recently. EE-to eheck thessewer / drain
pipes for blockage and proper repair to manhole. ; A o '
(vii) Approval to furniture work in reception bldg. is to be expedited by LG House Sectt.
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