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INSPECTION NOTE

Name of work: Construction of New 460 bed Mother & Child Hospital block at Lal Bahadur
Shastri Hospital, Khichripur, Delhi.

The subject work was inspected on 23/12/2020 by the undersigned and the following has been

observed and corrective action shall be taken:

1. The work of EPDM water proofing layer has been executed at site. The ends of the EPDM
layer in the lift pits have not been folded properly that have un-even edges and the same

shall be cut properly and glued with tapes that were found missing at that place.

2 The width of EPDM layer was less than 6 mtr at number of places and it was informed by the
Executive Engineer that at most of the places 9 mtr. wide EPDM has been laid. It shall be
ensured that item is executed as per agreement provisions. The invoice of material shall be
kept in MAS Register. The application shall be done by the approved applicator. In this
regard, the instructions have been issued by the Chief Engineer, Health in other projects and

are enclosed for guidance and necessary action.

3 The cover concrete over the EPDM layer was laid in some area and it was found that the
reinforcement work has started without following the requirement of curing for adequate
duration. The reinforcement work shall be taken up only after the cover concrete has gained

adequate strength.

4 It was informed that the drawings for STP could not be finalised between the consultant and
vendor of the contractor for STP work thereby holding the work of foundation in part area.
The meeting shall be held in the office of consultant to sort out the issues of height of STP

plant.
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5 |t was informed that the order for the erection of RMC plant has been given, the provision
shall be checked from contract provisions. If admissible, the provision of extra dozer may be
kept for additional admixture in readymade concrete. The calibration of the plant shall be

checked in the presence of Executive Engineer.

6. The detailed programme of completion of the project may be submitted considering the

revised date lines due to delay in work.
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